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STEAM STEAM

BOILER PCA

TEMPERATURE SENSOR

IT-1 (Required) IT-1 (Required)

I-60 (Optional)
Note: if one room uses an I60, 

both rooms must use I-60s.

I-60 (Optional)

TEMPERATURE SENSOR

Room 1
PUMP

Room 2
PUMP

To Fragrance Oil container To Fragrance Oil container

ROOM 1 ROOM 2 (Optional)

From Steam ValveTo Steam Room

From Pump

Pump connection to steam pipe, Typical

Mount Injector as close to the room as possible 
and at least 3 feet (1 m) from the steam valve output.

To Injection Nozzle To Injection Nozzle

INJECTOR NOZZLE
1/2” NPT

BOILER CONNECTIONS

Also used for
Fragrance pump option

REFRESH 
SWITCH
(Optional)REFRESH 

SWITCH
(Optional)

Also used for
Fragrance pump option

Note: the pump cycle will start whenever the Refresh switch is pressed (while the switch’s light is lit)

*Use a 3/4” Reducing Tee
 with a 1/2” side connection
 or a standard 3/4” Tee with
 a 3/4” to 1/2” Reducer to
 connect the nozzle to
 the steam line. 
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